Mt. Zion Child Care
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of Mt.
Zion Child Care, 13560 E. McNichols, Detroit, MI,, on May 8th, 2016. The sample
results taken in conjunction with this investigation are also presented on Appendix
1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL). ‘

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Donald
Carpenter on May 2, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix

1).
3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not

hesitate to contact the undersigned.
Respectfully submitted,

A PAS

Michael Etters Monica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification
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Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, MI 48203



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsitanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585
ANALYTICAL REPORTS

SAMPLE CODE: 364747

512012016 el €, Medehts - Yszos

Customer:  G. S. Group Source: Mt Zion Child Care, DC-01-DF-01-P
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Ml 48203

Date/Time Received:  5/10/2016 13:30
Collected by: M. Etters
The results herein conform to TN and ISO/IEG 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporled as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboralory can detect a contaminant.
“"DF" This column indicates the contaminant dilution factor.
Reaport Notes:
Fedld# Contaminant Method  Standard Units. . LRL Level DF  Date/Time Dale Date/Time

Detected Sampled Prepped Analyzed

Inorganic Analytes - Metals
1030  lead . sa0p 0015 mgh 0001 0008 1 S0t 0800 0 51812016

These test results may be used for compliance purpose as required.

iAnalyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Tesling Laboratories, Ltd.
Page 1 of 1 354747 Lead Only Date Printed: 5/20/2016 10:36.21 AM




Laboratory ID: 0055 ; National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354748
512012016
Customer:  G. S. Group Source: ML Zion Child Gare, DC-01-DF-01-F
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, M1 48203

Date/Time Received:  5/10/2016 13:30
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unfess otherwise narrated in the body of the report. The
uncertainty of the test resulis are available upon request. All Dates and Times are reporied as U.8. Eastern Time.
Legend:

Any 'Levet Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL} or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NAY Not Analyzed
nStandard”  This column indicates either the Maximum Contaminant Leve! (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL” This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fed id #. Contaminant Method  Standard Unitls LRL Level DF. Dale/Time Date DatelTime

Detected Sampled . Prepped Analyzed

Inorganic Analytes - Metals
1030 Lead = 2008 0015 mgl o000t ND 1 s5@016 0800 5182016

These test results may be used for compliance purpose as required.

lyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 354748 Lead Only Date Printed: 5/20/2016 10:36:22 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 364749
5/20/2016
Customer:  G. S. Group Source: Mt Zion Child Care, DC-01-GBF-02-P
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State:Mi

Detroit, Ml 48203

Date/Time Recelved:  5/10/2016 13:30
Collected by: M. Etters
The resuits herein conform to TNi and ISONEC 170252005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainly of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legond:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL} or one of the Standards of
Quality.

“"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“"Standard"  This column indicales either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the fowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fed id # Contaminant Method . Standard Units = LRL Level DF . Date/Time Date DatefTims
Detected Sampled : Prepped Analyzed

inorganic Analytes - Metals
1030 lesd 2008 0015  mgh 0003 0002 1 Ebote. 0800 511812016

These test resuits may be used for compliance purpose as required.

‘Analyst Tests

EC 200.8

§

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 354749 Lead Only Date Printed: 5/20/2016 10:36:22 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 364760
512012016
Customer:  G. S. Group Source: M. Zion Child Care, DC-01-GBF-02-F
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State:Mi

Detroit, Mi 48203

Date/Time Received:  5/10/2016 13:30
Collectsd by: M. Etters
The resuits herein conform to TN and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unicertainty of the test results are avallable upon request. All Dates and Times are reported as U.S. Eastern Time.,
Legend:

Any 'Level Detected’ marked with an asterisk (") indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our fower reporting limit (LRL)
“NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest leve! that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant Method . Standard Units: LRL Lavel DF. . Date/Time © Date DatefMime
: ; Detected Sampled - Prepped Analyzed

Inorganic Analytes - Metals
1080  lead 2008 0015 mghL 0001 ND 1 592016 0800  5/18/2016

These test results may be used for compliance purpose as required.

i’Analyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 354750 Lead Only Date Printed: 5/20/2016 10:36:22 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 3564751
512012016
Customer:  G. S. Group Source: M. Zion Child Care, DC-01-KG-03-P
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State:Mi

Detroit, Ml 48203

Date/Time Recelved:  5/10/2016 13:30
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncerlainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

“ND” This contaminant was not delected at or above our lower reporting fimit (LRL)
“NA" Not Analyzed
"Standard” . This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards. ¢
"LRL" This column indicales the Lower Reporling Limit, which is the lowest level that the {aboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor,
Report Notes:
Fed Id # Contaminant Method  Standard Units - LRL Level DF. DatefTime Da!e DatefTime
; : Detected Sampled Prepped  Analyzed

Inorganic Analytes - Metals
1030 lead . 2008 0015 mgl 00D1 0001 1 592018 0800 51812015

These test results may be used for compliance purpose as required.

%Anatyst Tests

EC 200.8

James Abston, Operations Manager

This repart cannot be reproduced, except in full, without the wnlten approval of National Testing Laboratories, Lid,
Page 1 of 1 354751 Lead Only Date Printed. 5/20/2016 10:36:22 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: {440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 364752
5/20/2016
Customer:  G. S. Group Source: Mt. Zion Child Care, DC-01-KC-03-F
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, M| 48203

Date/Time Recelved:  5/10/2016 13:30
Collected by: M. Etters
The resuits herein conform to TNI and ISONEC 17025:2005 standards, whare applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. Al Dates and Times are reported as U.S, Eastern Time.
Legend:

Any 'Level Detected marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our fower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Prmary Standards or the guideline values for EPA
Secondary Standards.
"LRL” This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fed id #  Contaminant Methed  Standard Units  LRL Level DF  DatelTime Date Date/Tima
Detected Sampled Prepped Analyzed

{norganic Analytes - Metals
1030 Lead . 2008 0015 mg . 0001 ND 1 sppoie 0800 0 5/820%6

These test results may be used for compliance purpose as required.

iAnalyst Tests

EC 200.8

Jamaes Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratones, Lid.
Page 1 of 1 354752 Lead Only Date Printed; 5/20/2016 10:36:22 AM




B National Testmg

General Compliance

Lahoratories, Ltd Order Number: 2076912 iled
ﬁ Order Date: ~ 04/19/2016 N
Qualiiy Water Analysis  Sample Number: GRG0
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Mi 48203 Payment §:
Check #;

Date Sampled : Qlﬂ__l j ,é_

Time Sampled: B _ 5_@ Planse Usa Mitery Tims, 6.9 3:00pm = 15:00
Check Time Zone: sTjesTamsTlpsT

Client Name: Hr, %; en @&1‘) Cart,

Phone Number: "33, _ Uy _Mspe

Fax Number:

PWS 1D# (if applicable):

Ok

Sample ID or Source: %, @t..:DF -0l -~ F

Lab Comments/Spaclal Instructions:

State Forms:

Source Type: [ Spring [7] Well m/Municipat [J Surface
{71 Other.

ity & State: A I

(i Bifferent than Above)

SANA S A=

Sample Collected By?
{Signature}

Sample Collected By: M bl\b-—\ m’ﬁ()’"’%

jas/ampxe recelpt z

Date Recelv A M_ﬂ_&
‘ | 15:50

{Plgase Print)

Form Completed By: H \’C/La.,} .@d':(,f/g

Lo
0

- 0
Cul. U’\f\.’f) 5

\ pesshion 3|

Add%onafﬁmﬁn ts; ‘ .3( %;g
Eh)é B_%MOI.! =

i

{INCOMPLETE INFORMATION WMAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




S National Testlng

General Compliance

Tl.aboratones, Ltd Order Number: 2076912
: ey Order Date: 04/19/2016
Quality Water Analysiy Sample Number:
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #:

Date Sampled : ﬁlﬁ__l j_é_

Time samp’edi_m% 3..@ Plaase Use Miftary Time, 0.g. 3:00pm = 15:00
Check Time Zona: sT{]csT D MST{]PST

cientame: MT, Zyon Cild Cpre
Phone Number: "33 _ Uy _\spe™

Fax Number:

PWS ID# (if applicable):

DOk

Lab Comments/Spaciaf Instructions:

Sampls ID or Source: Dc -Ol - G,‘BF’ - OZ - ?
Source Type: [[] Spring [] Well [Q/Munidpal [ Surface
[] Other:
M.
(if Bifferent than Above)
¢

AN A=

Sample Collected By?
(Signature)

Sample Collected By: ch)w\ BV

{Plaase Print)

fForm Completed By: M \(,L.«.J %’U/g

i

City & State:

8tate Forms:
Lab Sampls informdtion:
Date Recelved MY l 0,2015
Time Recelved: | 530
Recelved By: b

mpla recelpt & accaptable.

Deviations from ptabit sample recaipt crtera noted
on PSA form.

-

%

— 0
Cupd. H’lﬂ?;

%@é e dbie du,
ey Avud, ' Y

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS

\OC“A‘;& H ‘




National Testing General Compliance
'Laboratories, Ltd. Order Number: 2076912 |
o Order Date:  04119/2016 354750
Quality Water Analysiy - Sample Number: MW

1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check #;
Lab Commants/Spechal Instructions:
Date Sampled : _Qli_l _/ _é_

Time Sampled 1:‘2._.1_@. Plaase Use Miltery Time, 6.9, 3:00pm = 1500
Cheack Time Zone: ST JesTmsTpsT

Client Name: HT, 2;&;1 Qh.iu Coart
Phone Number: "3} _ @y Mspc

Fax Number:
N State Forms:
PWS ID# (if applicable): Q } A
1
Sample ID or Source: pd—*@{ - G—BF_, o~ If
Lab Sampl womafoft Ay | 2015
Source Type: [7] Spring [] Well [Q/Munfdpa! [ Surface Date Recelved: ! /
{71 other:
= Time Received: _13_5
(if Bifterent than Above) ocelved By:

4 zgmp!e recelpt a & acoeptabls.
Sample Collected By? [] peviations from sampla receipt crileria noted

(Signature) on PSA form.
Sample Collected By: M‘ Jv.,‘\ Bt ve

{Please Prin)

Form Completed By: H \’ dVJ %Xg

A ona| 3 D
%_&M o e i«%&w e is  \pedon 2
e %&g{‘z‘{?,

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




N4 National Testing

General Compliance

Lahoratories, Ltd Order Number: 2076912 356751
g s ' Order Date: 04/19/2016
Quality Water Analysty  Sample Number: MO
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detrolt Ml 48203 Payment §:
Check #:

Date Sampled : Qﬁﬂ_l _[_é_

Time Sampled :...__.._% L@. Plaasa Use Militaty Time, 0.g. 3:00pm = 4500
Check Time Zone: [XEST [JCSTLIMST[]PST

Client Name: HT, Z!éy\ @bﬁu Coant

Phone Number: 3\3- FUYY NsdDs

Fax Number:

PWS ID# (if applicable): ﬂ_) } A

Sample ID or Source: DC;’ OL- ‘KL‘ 03 - ?

Lab Commants/Speclal Instructions:

Btato Forms:

Source Type: [] Spring [ Well [Q/Munidpal [7] Surface
[ Other:

City & State:_:@éﬁﬂ’ M.

'{if Bifferent than Above)

¢
Sample Collected BM k

{Signature)

Sample Collected By: M \},lv-..\ B <

{Please Prnl)

Form Completed By: H ;(,L,J W‘M

: 8
e s \pladien 343

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




B4 Natlonal Testing
Laboratones, Lt

g

Qualay wmr Amaly&w

1-800-458-3330

Product:

Sample Pald: No

TSR: EF
Sold To:

G. S. Group
Monica Starks
17800 Woodward Ave

Detroit Ml 48203

Date Sampled :_;5__/& !_[é_

Time Sampled: ‘5 : Cl') Pleass Use Millary Time, 0.0, 3:00pm » 15:00
Check Time Zone: STJcsTImMsT]psT

Client Name: HT« glje'r\ @bﬁ‘)

Order Number:
Order Date:
Sample Number:

General Compliance

2076912
04/19/2016 994757

U
Lead Only

Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:
Payment $:

Check #;

Phone Number: 3‘3— ‘3‘&‘4 ’\\qu’

Fax Number:

PWS ID# (if applicable):

Ok
Sample ID or Source: DQ_ Ol - L(/_ ng F

Lat Comments/Spocial Instructions:

Stato Forma:

Source Type: [] Spring [ Well [g/Munidpal [ Surface
[] Other:

City & State__Eﬁj&;‘f Hl s

(it Biffarent than Above)

Sample Collected By’

(Signature)

Sample Collected By: MH)\'\*‘—\ Bt v€

{Pleasae Print)

Form Completed By: H ()l,\&_l

Date Recelved MAY Y102016
Time Recslvedy -', 15,§Q__

. 0
w0l il’b(‘g % \bi"ﬁ"&%

H3

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




